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Revision

1.    2018 INTERNATIONAL BUILDING CODE  (IBC 2018)
2.    2018 INTERNATIONAL MECHANICAL CODE  (IMC 2018)
3.    2017 NATIONAL ELECTRICAL CODE   (NEC 2017)
4.    2018 NATIONAL STANDARD PLUMBING CODE    (NSPC 2018)
5.    ENERGY SUBCODE IECC 2018  ASHRAE 90.1-2016 (COMMERCIAL)
6.    N.J.A.C. 5:23-6 REHABILITATION SUBCODE
7.    N.J.A.C. 5:23-7 BARRIER FREE SUBCODE (ICC/ANSI A117-1 2009)
8.    FIRE PROTECTION SUBCODE ( IBC 2015)
9.    2018 INTERNATIONAL FUEL GAS CODE (IFGC 2018)

CITATION OF CODE ADOPTED IN UNIFORM
CONSTRUCTION CODE (NJAC 5:23)
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SCALE :  1/8" = 1'- 0"

SCALE :  1/8" = 1'- 0"

SCALE :  1/8" = 1'- 0"

SCALE :  1/8" = 1'- 0"

1.    CARPENTRY WORK
      -. INSTALL NEW INTERIOR PARTITION
      -. NEW CEILING TO BE INSTALLED
        . DINING AREA: GYP. BD. CEILING,
        . KITCHEN : 2X2 WASHABLE CLG. TILE.
        . TOILET AND OFFICE AREA : GYP. BD. CLG.
      -. NEW FLOOR FINISHES FOR DINING, NEW TOILET, OFFICE AND
         KITCHEN AREA
      -.  NEW H/C TOILET TO BE INSTALLED
2.    ELECTRICAL
      -. INSTALL NEW RECESSED  2X2, LED LIGHTING FIXTURES AT KITCHEN
      -. RECESSED DOWN LIGHTS TO BE INSTALLED AT DINING AND TOILET
      -. NEW OUTLETS TO BE INSTALLED AS SHOWN
      -. NEW FIRE ALARM AND DETECTORS TO BE INSTALLED
3.    PLUMBING
      -. WATER & SEWER LINE FOR NEW  FIXTURES & EQUIPMENTS
4.    MECHANICAL
      -. NEW HOOD SYSTEM TO BE INSTALLED
      -. A/C SYSTEM & DUCT WORK WILL FILE AS A SEPARATE PERMIT

SCOPE OF THE WORK
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BUILDING & KITCHEN RENOVATION TO EXISTING RESTAURANT
AT  630 BROAD AVE. RIDGEFIELD,  NJ

MIN.  LOT AREA
MAX. LOT COVERAGE,
BUILDING & PAVEMENT

REQUIREMENTSITEM REMARKEXISTING PROPOSED

ZONING  REQUIREMENTS (ZONING :C- COMMERCIAL)

NON-CONFORMING

COMPLIES

LOT WIDTH

FRONT YARD SETBACK COMPLIES
SIDE YARD ABUTTING
A RESIDENTIAL ZONE

COMPLIES

COMPLIES
COMPLIES

5,000 S.F. 14,430 S.F. NO CHANGE

MAX. LOT COVERAGE,
BY BUILDING

LOT DEPTH

65 % 12,678sf.(88%) NO CHANGE

40 % 3,657sf.(25.34%) NO CHANGE

50 FT. 111 S.F. NO CHANGE
100 FT. 130 S.F. NO CHANGE

20 FT.

20 FT.

ALL OTHER SIDE YARDS
REAR YARD ABUTTING
A RESIDENTIAL ZONE 20 FT.

10 FT.

ALL OTHER REAR YARDS 5 FT.
OFF-STREET PARKING (390-39.3H)

Restaurants,
1- space for
ea./3-seats, plus
1-space for
ea./2-employees

Height,accessory building

20 %

24 spaces,
4 for employee
20 for seats
(60 seats)

STRUCTURE
HEIGHT

Stories
Feet

2(Parking level not count)
30 FT.

MIN. Landscaped Area

15 FT.

USE  : RESTAURANT         ZONE: C   COMMERCIAL

EXISTING LOT COVERAGE  :  25.34 %
EXISTING BUILDING  AREA : ( Bldg.: 3,577 SF + Shed: 80 SF = 3,657 SF )

LOT : 22       BLOCK : 2203
LOT AREA :  14,430 SF. (0.3313 ACRES)

DESIGN CRITERIA
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SCALE :  1/8" = 1'- 0"
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COMPLIES

20.1 FT. NO CHANGE

1 FT. NO CHANGE NON-CONFORMING

65.7 FT. NO CHANGE

23.25 FT. NO CHANGE COMPLIES

N/A N/A N/A

NO CHANGE COMPLIES

1,752sf.(12.14%) NO CHANGE NON-CONFORMING
1-Sto. NO CHANGE COMPLIES

NO CHANGE COMPLIES

NO CHANGE COMPLIES
15 FT.
8 FT.

CONSTRUCTION TYPE.............................................................. ll-B
OCCUPANCY GROUP.................................................................B
TOTAL OCCUPANT LOAD................... 3,577sf. / 100sf.= 36 PERSONS
EXISTING FIRE SPRINKLERS.................................................... NO
NUMBER OF EMPLOYEES PER SHIFT.....................................  8

BUILDING  DATA

                      AT

630 BROAD  AVE.
   RIDGEFIELD,  NJ

BUILDING & KITCHEN
RENOVATION

                              TO

EXIST. RESTAURANT

APPLICANT
Cedar Tree Family Inc.

BUILDING & KITCHEN RENOVATION
TO EXIST. RESTAURANT
at  630 BROAD AVE.  RIDGEFIELD   NJ


